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A. GENERAL INFORMATION Permit No: 95-18064 
Exam Date: 03/03/2021 

1. Current Owner: 
EVENING STAR LANE WATER ASSOC INC PO BOX 21 ATHOL ID 83801-0021 

2. Accompanied by: Dale Curry 
Phone No: 253-939-9369 
Address: PO BOX 21 , ATHOL ID 83801 
Relationship to permit Holder: Representative 

3. SOURCE: 
GROUND WATER 

Method of Determination: Arcmap and DRG 

B. OVERLAP REVIEW 

1. Other water rights with the same place of use: 
Water Riaht No. Source 

2. Other water rights with the same point-of-diversion: 
Water Right No. Source 

NO Overlap 
Purpose of Use Basis 

YES Overlap 

Purpose of Use Basis 
95-17315 GROUNDWATER DOMESTIC PERMIT - in orocess licensinq 

Comments: Permit 95-18064 uses the same diversion system and water system infrastructure as this permit. Condition F06 
was added to the permit at time of licensing to describe the shared well between rights 95-17315 and 95-18064. 

C. DIVERSION AND DELIVERY SYSTEM 

1. LOCATION OF POINT(S) OF DIVERSION: 
GROUND WATER SEY. SWY., Sec. 33, Twp 54N, Rge 03W, B.M. BONNER County 

Method of Determination: GPS. POD located at-116°42.849, 47°58.830. Well D-TAG D0076181 . 

PLACE OF USE· DOMESTIC 

Twp Rng Sec 
NE NW SW SE Totals 

NE I NW I SW I SE NE I NW I SW l SE NE I NW I SW I SE NE I NW I SW I SE 
54N 03W 33 I I I I I I I I I x I I I 

Method of Determination: Field exam and Arcmap aerial imagery. 
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3. 
Delivery System Diagram Attached (required). Indicate all major components and distances between components . 

X Indicate weir size/pipe as applicable. 

Map Attached Showing Location(s) of point(s) of diversion and place(s) of use (required). Scale must be 
X 1 :24,000 or greater. 

X Aerial Photo Attached (required for irrigation of 10+ acres) . 

X Photo of Diversion and System Attached 

4. 

Well or Diversion Motor Hp Motor Serial No. Pump Make Pump Serial No. or 
ID No.• Make Discharae Size 

D0076181 3 

D. FLOW MEASUREMENTS 

1. 

Measurement Type Make Model No. Serial No. Size Calib. Date 
Eauipment 

NONE 

2. Measurements: Unable to perform flow measurement because system pumped directly into a community storage tank. 

E. FLOW CALCULATIONS x Additional Computation Sheets Attached 

Measured Method: Theoretical pumping equation estimates flow at 19. 7 gpm or 0.04 cfs considering department rounding 
standards, with pump depth of 385 ft and system operating pressure of 65 PSI. 

F. VOLUME CALCULATIONS 

1. Volume Calculations for irrigation : N/A 

V, R = (Acres Irrigated) x (Irrigation Requirement) = 

Vo R = [Diversion Rate (cfs)] x (Days in Irrigation season) x 1.9835 = 
V =Smaller of V 1.R and V DR= 

2. Volume Calculations for Other Uses: 

Domestic annual volume = 2 homes x 1.2 af per home = 2.4 af 
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G. NARRATIVE/REMARKS/COMMENTS 

Field exam conducted on 3/3/2021 with the applicant's representative, Dale Curry, showed a well providing groundwater for 
homes with service connections on 2 parcels. At the groundwater POD, the applicant's well 00076181 has a 3 hp pump 
that diverts water directly to a 17,000 gallon community storage reservoir prior to distribution, and as such flow 
measurements were not attainable. Theoretic Pump Equation derived a diversion rate of 0.04 cfs considering department 
rounding standards, with pump installed at a depth of 385 feet, and system operating pressure of 65 psi . The applicant had 
permitted for 0.04 cfs for domestic beneficial use, which matches the pump's performance found using the theoretic pump 
equation, and is recommended for licensing purposes. A totalizing flow meter is installed on the system to track annual 
volume, but does not provide for instantaneous flow measurements 

This right is the result of an application for amendment to permit for 95-17316, and has been split from 95-17316. The 
permit approved POD location was in the SE 10 acres of the SEY.SW%, but the development of the subdivision changed 
and the POD location at time of field exam was found to be in the NW 10 acres of the SEY.SWY.. No amendment is 
required for this change in POD, as it is in the same 40 acre tract as permit approved for. A totalizing flow meter is installed 
on the system to track annual volume, but does not provide for instantaneous flow measurements. The water delivery 
system infrastructure for this permit is the same system as right 95-17315. 

The domestic POU consists of two parcels located in the Aurora Addition , which were walked during the field exam . 
observed 2 homes (one per parcel) that are service connected . Water from the well flowed into the community storage tank, 
and from there is distributed by a water main to each of the homes. The home sites are fairly new, and while large lawns 
were not yet in place irrigation of small yards, gardens, and landscaping was evident at each homes; credit for Y. acre 
irrigation associated with domestic use is recommended . Photographs were taken of each home, and during licensing 
review Arcmap aerial imagery year 2019 was used to trace out the domestic POU for each house for two parcels. The 
annual volume recommended for licensing this permit equals 2 homes x 1.2 af per home = 2.4 af. 

Conditions 26A and 046 were removed from the permit during licensing review. Conditions X59 and X60 were added 
describing the POD and POU being located within their respective designated subdivision lots. Condition F06 was added 
describing shared well POD between 95-17315 and 95-18064. Condition X35 was added describing combined use 
limitations for diversion rate that shall not exceed 0.04 cfs between 95-17315 and 95-18046. All other conditions on the 
permit were carried forward to licensing. There are no overlap concerns for this water right. 

Have conditions of permit approval been met? X Yes No 

H. RECOMMENDATIONS 

1. Recommended Amounts 

Beneficial Use Period of Use Rate of Diversion Annual Volume 

DOMESTIC 01/01to12/31 0.04 CFS 2.4 AF 

0.04 CFS 2.4 AF 

2. Recommended Amendments 

Change P.O. as reflected above Add P.O. as reflected above X None 

Change P.U. as reflected above Add P. U. as reflected above X None 

I. AUTHENTICATION Luke Bates - Water Resource Agent 

Field Examiner's Name ___ _ _:<;::;~¥tl· =zz;..,:;!4~~~~~=;=------ Date ___ 3_ /_!.-'1 /;'--~-¢;)._'! _ _ _ 

Reviewer ~ ~ Date---'G(===#-:..l_1_./'-'~"'--0....:...;l.___,_f __ _ 
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OFFICE USE ONLY 
~~d~ ,: WR RJa Fann 238-7 

6/07 IDAHO DEPARTMENT OF WATER RESOURCE 
WELL DRILLER'S REPORT 

Twµ~Rge 3vJ Sec.3::3 

--......i1145vJ 1111 Svv' 114 
1. WELL TAG NO. D,~0_0~0_7_6_1_81 __________ _ 

v6"111ng Permit No. _8_8_3_3_9~3~~-------------
Water right or injection wall# _9_5_-_1_7_3_1_5 ___ ______ __ _ 

2. OWNER=--------------- --- -

N 
JT Holdings Inc. 

ame_,,..,.,....,.....,.,;:,,,~..,,....,~--------------
Address 1 0063 Nav1on Dr. 
City Hayden State _l_D _ _ Zip 63835 

3.WELL LOCATION: 

·'Twp. 54 North 621 
\j ~ 

or South 0 Rge. 
3 

East D or West 621 
114 SW ~ 114 Sec. ____ _ 

~ ~ ~ 

Gov't Loi County Bonner 
47 058.82~4..--------- l 

Lal. (C<lg and Oecimo m1nul99) 

Long. 116 o 42.672 (0 . and Docimill rmnut••l 

Address of Wen Slte Corner of North Sky Ad and' Evening Star 
City Athol 

,-w~ .. -..... -~ .... - a-... ~,-• .,.~ ...... ~ .. -... =aa=.,~c ... =o;;;=.=111~ 

Lot. ___ Blk. __ Sub. Name ___ _ _ _____ _ _ _ 

4. USE: 
l!!l Domestic 0 Municipal 0 Monitor 0 Irrigation 0 Thermal 0 Injection Oo111er _ _ _____ ___________ _ 

5. lYPE OF WORK: 
621 New well 0 Replacement well 0 Modify existing well 
0 Abandonment 0 Other _ _ __________ ___ _ 

6. DRILL METHOD: 
l!!l Air Rotary 0 Mud Rotary 0 Cable 0 Other - - ------

7. SEALING PROCEDURES: 

8 CASING/LINER· 
O.amal11r From (ft) To(h) Gauge/ Malena! c I 1nomJna11 Schedule ••Ing Liner Threaded Weldod 

6" +2 4000 .250 Steel 0 D D 0 
D D D D 
D D D D 
D D D D 

H mg@ 400' 
was dnve shoe used? 621 Y 0 N Shoe Depth(s) _~-------

9. PERFORATIONS/SCREENS: 

Perforations ~ Y D N Method _A_ir_P_e_rf_o_ra_t_o_r ___ _ ___ _ 

Manuractured screen 0 Y ~ N Type----- ---- --­

Meth d r . I II tic a a msa a n 

From(fl) To(fl) Slot •iz• Number/ft Otamoler Malarial Gauge or Schedula lnominall 
iSfU 390 1f4X1 16 6" ~tee1 .250 

NI'\ .. ,,,.. 
Length of Headprpe --- -- Length ofTarlptpe - --- ---
Packer 0 Y l!!l N Type _______________ _ 

10 FILTER PACK· 

f ijler Malartal From (It) To(fl) QuantJly (lbs or 11') Placement malhod 

NA 

11. FLOWING ARTESIAN: 

Flowlng Artesian? D Y ~ N Artesian Pressure (PSIG) - -----­

Describe control device--- - --- - --- - --- --

12. STATIC WATER LEVEL and WELLlfE~!W-----------' 
315 315 Depth first water encountered (ft) SIBUc water level (ft ) ___ _ 

Water temp. (°F) Cold Bottom hole temp. (°F) _C_o_l_d ___ _ 
Describe access port Steel Welded Cap 

Well test: THt method: 
Pump Bonar Air FlaNing 

m111utoa artesian 

D D ~ D 
D 0 D D 

Water quallly toat or commonta: - --------------

b d t: 13. LITHOLOGIC LOG and/or reaa rs or a an onmen · 
Bore From To R•m•rks, lithology or dHcrlpUon of r•p•lrs or Water 
DI.I. 
(In) (ft) (It) 1b1ndonment, water temp. y 

1~ u 11:! 1op ::>on, ::>ano ano urave1 
ti ltl 1 j!,3 ;:1ano ano urave1 
tl 1 j!,3 ll:!t:l cou1aer 
1:1 li::O 110 ::;ana ana urave1 
tl lib ,,, b , voarse ;::;ano 
tl ;jl!) .3,3U ::>ana ana 1.::1rey Lilay x 
ti ::l::lU .llf::l ::>ana ana Large urave1 x 
tl .llf::> 4UU Haro urey v1ay 

Comi>leted Oecth IMeasu.rablel : 
400' 

Date Started: 811612017 
Date Comllleted: 

B/2212017 

14. DRILLER'S CERTIFICATION: 
I/We certify that all minimum well construction standards were complied with at 
the time the rig was removed. 

N 
x 
x 
x 
x 
x 

x 

C N Horsley Drilling, Inc. ea. Na. 632 ompany ame _ _ __ -+--r+- -,,<---- -----

1J'Ja ~ Date 8/22/2017 
')V~r..,...-""~:..;.:r..--...,,_ __ _,,"T----

Date 8/22/2017 

• Signature of Principal Driller and rig operator are required. 



THEORETICAL PUMPING EQUATION FOR WR# 95-18064 

Theoretical Pumping Equation is required because system did not allow for a 

proper measurement. Pump is estimated to be at 385 ft, and running at 65 

psi. 

PUMP EQUATIONS 

WATER RIGHT No. 95-18064 
Efficiency 

Pumping 
System 

00076181 HP Hin feet as a pressure 
decimal 

lift in feet 
in PSI 

Q =I HP*8.8*Eff/H 3 535.3401 0.8 385 65 

Q= 0.040 cfs 17.7 gpm 



F.E. DATE - 3/3/2021 

POD -WELL D0076181 & PUMP STATION 



WELL D-TAG 00076181 

10881101 MV. e 

3 HP MOTOR AND PUMP INSTALLED IN WELL 



WATER SYSTEM PIPING FROM WELL 

TWO PRESSURE TANKS AND WATER LINE PIPING 



VOLUME TOTALIZING FLOWMETER INSTALLED ON SYSTEM 

65 PSI OPERATING PRESSURE 



DOMESTIC POU -139 EVENING STAR LN - RP013680000030A, LOT 3 AURORA ADDITION SUBDIVISION 

DOMESTIC POU - 209 EVENING STAR LN - RP013680000040A, LOT 4 AURORA ADDITION SUBDIVISION 



17,000 GALLON STORAGE RESERVOIR 


