
Pump Test 
Hank Hafliger 
Brockway Engineering 
Greg Sullivan 
October 7 through October 8, 2014 

Well Location is 11 S. 16 E. Section 8 SWSW 
40 horse power submersable pump 
Discharge measured with Fuji Ultrasonic Flow Meter 
Water Level measured with Waterline Envirotech LTD prove and a Pressurized Air Line 

Time 
Discharge Water Level 

Time 
gpm feet 

2:23 PM 247.6 
2:53 PM 
2:56 PM 160 Pump On 
3:00 PM 138 404 
3:05 PM 139 404 
3:11 PM 409 
3:14 PM 150 416 
3:19 PM 420 
3:24 PM 150 428 
3:29 PM 148 432 
3:34 PM 427 
3:46 PM 177 404 
3:48 PM 170 439 
3:51 PM 134 450 
3:55 PM 138 423 
3:58 PM 140 386 
4:01 PM 128 388 
4:04 PM 143 397 
4:13 PM 128 397 
4:23 PM 116 365 
4:31 PM 156 441 
4:44 PM 135 423 
4:57 PM 139 425 
5:26 PM 134 418 
8:27 AM 120 402 
8:30 AM 118 
8:31AM 
8:32 AM 370 
8:35 AM 137 425 
8:36 AM 128 430 
8:39 AM 128 432 
8:40 AM 365 Pump Off 
8:40 AM 344 
8:41AM 328 
8:41AM 314 
8:41AM 307 
8:41 AM 303 
8:45 AM 270 
8:46 AM 270 
8:47 AM 266 
8:48 AM 266 


